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From

Allowable Fill (mm2)

Included Cable No.

Conduit/Tray No:

Size:

Total Fill (mm2):

Description of Changes:

] 4958 \ Reference: | E-651 \
] 78 \ Type: | RGS-PVC coated conduit \
[ 1742 To: | Tel. Terminal Box #TEL-19W \
’1201_71 ‘ Remarks: | InsTalled Tn Skyway contract.

| 2564.19 \

|

Conductor Type

Area (mm2)

1473-20 50 pair #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
jacket
Pull Rope Soft-Fiber Polyester 0.00

Included Cable No.

Conduit/Tray No:
Size:

From:
Total Fill (mm2):
Allowable Fill (mm2):

Description of Changes:

] 4959 \ Reference: | E-651 \
’ 78 ‘ Type:‘ RGS-PVC coated conduit

[ 1742 To: | Tel. Terminal Box #TEL-19W \
’1201_71 ‘ Remarks: | Installed Tn Skyway confract.

| 2564.19 \

|

Conductor Type

Area (mm2)

1473-21 50 pair #18, shielded pairs, 1S/0S shield 600 V, XLPE insul., PVC 1201.71
jacket
Pull Rope Soft-Fiber Polyester 0.00

From
Total Fill (mm2)

Allowable Fill (mm2):

Included Cable No.

Conduit/Tray No:

Size:

Description of Changes:

’ 4962 ‘ Reference
’ 78 ‘ Type
[ 1T42 To
[ 30.19 \ Remarks:
2564.19 |

: | E-652
: | RGS-PVC coated conduit
:| PB-28B
Installed in Skyway contract.

|

Conductor Type

Area (mm2)

1475-4J

12 Fiber, single mode fiber optic cable

30.19

Pull Rope

Soft-Fiber Polyester

0.00

Included Cable No.

Description of Changes:

Conduit/Tray No: | 4968 \ Reference

Size:’ 78 ‘ Type

From: | 1T42 To

To+aIFiII(mm2):’1201.71 ‘ Remarks:
Allowable Fill (mm2): | 2564.19 \

: \ E-652

: | RGS-PVC coated conduit

:[ Tel. Terminal Box #TEL-20W

Installed in Skyway contfract.

|

Conductor Type

Area (mm2)

1473-21 iggﬁgir #18, shielded pairs, 1S/0S shield 600 V, XLPE insul., PVC 1201.71
Pull Rope Soft-Fiber Polyester 0.00
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Conduit/Tray No: 4969 ‘ Reference: | E-652 ‘

Size: | 78 \ Type: | RGS-PVC coated conduit \
From: | 1742 To: | Tel. Terminal Box #TEL-20W \

Description of Chonges:’

Total Fill (mm2): | 1201.71 \

Allowable Fill (mm2): | 2564.19 \

Remarks:

Installed in Skyway contract.

Included Cable No.

Conductor Type

Area (mm2)

1473-22 jacket

50 pair #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC

1201.71

Pull Rope Soft-Fiber Polyester

0.00

Description of Changes:

Type:‘ RGS-PVC coated conduit

Installed in Skyway contfract.

Conduit/Tray No: | 4972 \ Reference: | E-654
Size: | 78 \
From: | 1T43 (on Skyway) To: | PB-28B
Total Fill (mm2):’30.19 ‘ Remarks:
Allowable Fill (mm2): | 2564.19 \
|

Included Cable No.

Conductor Type

Area (mm2)

1475-4K

12 Fiber, single mode fiber optic cable

30.19

Pull Rope Soft-Fiber Polyester

0.00

EXISTING
CONDUIT AND TRAY SCHEDULE

=> 06-MAY-2010

=> 18:45

DATE PLOTTED
TIME PLOTTED

LAST REVISION

00-00-00
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